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MOUNTAIN REGIONAL WATER SPECIAL SERVICE DISTRICT 
Water System Construction Standards and Specifications 

 
 
 
SECTION 1.0 Culinary Water Improvement Requirements 
 
1.1 General.  This document defines the general construction standards and specifications of Mountain 

Regional Water Special Service District, (the “District”) as required for any culinary improvements to be 
built by the developer, subdivider, owner, or contractor for all types of construction (to include 
residential, commercial, industrial and professional office). The culinary improvements shall include all 
piping and equipment required for a connection with existing improvements to the boundary of the 
subdivision nearest the existing improvements and shall include any necessary off-site improvements. 
System layout must provide for future extensions to existing or future adjacent development and must be 
compatible with the contour of the ground for proper drainage.  All water lines shall be installed to the 
boundary lines of the subdivision or development. All water improvements shall comply with the 
standards and specifications of this document, including all attached standard drawings and details, 
unless certain criteria or elements are specifically exempted or substituted in writing by the District 
General Manager. In addition to these standards, all applicable Rules and Regulations of the District shall 
also be complied with. 

 
 
SECTION 2.0 General Construction Requirements. 
 
2.1 Water Supply.  The developer shall connect the development to the culinary water system including all 

appurtenances and shall make such water available to each lot within the subdivided area.  Adequacy of 
supply and sizes of water mains shall be established by the District or their designee.  The minimum water 
line size shall be 8” in diameter. 

 
 Workmanship and details of construction shall be in accordance with the District "Construction 

Standards" and/or other codes or Rules and Regulations adopted by the District.  All work in connection 
with water mains and services shall be installed as directed and under the supervision of the District or 
their designee. 

 
2.2 Traffic Control.  Proper traffic control shall be provided during all phases of work.  A traffic control plan 

shall be submitted to the District prior to any work in accordance with MUTCD.   
 
2.3 Construction Safety.  Open pits and trenches left for an overnight period or longer shall be clearly marked 

with flashing barricades and properly secured. 
 
2.4 Culinary Water Work.  In order for work to be performed on any portion of the culinary water system, 

plans and specifications must be submitted and approved by the District, as per current District Rules and 
Regulations. Work must be done by a competent, licensed, and insured contractor.  

 
                 Upon approval, the contractor is given a copy of the signed permit and the signed plans. Time limits may 

be set by the District; and work can be suspended for non-compliance. 
 
 
SECTION 3.0 Inspections 
 
3.1 All Work Subject to Inspection.  All construction work involving the installation of improvements in or 

outside of subdivisions shall be subject to inspection by the District. The developer, owner, or contractor 
shall be responsible to ensure inspection and provide that certified reports are obtained and maintained 
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on record and are provided in the as-built subdivision packet.  The records shall include the following 
inspections: 

 
A. Compaction of all trenches; 
 
B. Pressure tests on water mains. 
 
C. Any pertinent material testing reports, i.e. soil, concrete, or asphalt tests. 
 
D. Chlorine residual and bacteriological tests. 

  
Certain types of construction shall have continuous inspection while others may have only periodic 
inspections. It is the responsibility of the developer, owner or contractor to ensure that all contractors 
give the District appropriate notice to allow proper scheduling of said inspections.  
 
A. Inspection shall be required on the following types of work: 
 

1. Laying of water pipe, valves, hydrants, and testing. 
 
2. Thrust block or other restraining devices 
 
3. Trenches for laying pipe, including pipe bedding. 
 
4. Any other equipment such as PRV, metering, pumping, and control stations, etc. 

 
B. See individual sections for specific inspection and testing requirements. 

 
3.2 Inspection & Other Fees.  Inspection fees and/or other connection related fees required by the rules and 

regulations of the District shall be paid and permits required shall be obtained prior to the recording of 
any final plat. 

 
A. The developer or contractor shall be responsible for all sampling, delivery of samples to a qualified 

testing agency, testing, and delivery of test results or materials certifications to the District at no 
charge to the District. Testing and certifications reports shall be approved by the District to ensure 
conformance to all District Construction Standards prior to final inspection and/or acceptance by the 
District of any materials or workmanship. 

 
3.3 Acceptance of Improvements.  Inspection made by the District to determine compliance with the 

specifications does not imply acceptance of the work. The District requires completion of all facilities 
before any are accepted for maintenance.  Final acceptance of improvements will be made in writing, 
after an inspection by the District at the completion of all improvements.  All improvements shall be free 
from defects or damage at the time of inspection. Specifically the following are required:   

 
A. All water valves and hydrants shall be operative.   
 
B. Grades.  All grades and cut sheets shall be approved the District or its designee. 
  
C. Clean up. Where excavations are made in streets, the rock, etc., shall be removed and Gravel 

base placed in the excavation the same day as backfill is placed. 
 
D. All PRV’s, SCADA systems, Air-Vacs, Meter Vaults, and related facilities shall be      

completed and operable. 
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A final walk-through to inspect the improvements shall be arranged by the developer/owner with the 
District when said improvements are completed.  The improvements final acceptance shall be made by 
the District Engineer, and will be accepted when the punch list from the final walk-through is completed. 
Warranties will be for 2 years and shall begin and run in conformance with these standards and the 
District Rules and Regulations. 

 
3.4 Requests for Inspection.  Requests for inspection shall be made to the District only by the person 

responsible for the construction. Requests for inspection must be made one (1) day – (24 hours) in 
advance of the starting of any work. 
 
A two (2) hour notice of cancellation is required of all scheduled inspections.  If an inspection is scheduled 
and the contractor is not ready or work is not complete according the “Standards” each additional re-
inspection fee of $50.00, dollars will be charged to the service connection. 

 
3.5 Construction Completion Inspection.  An inspection shall be made by the District or its designee after all 

construction work is completed. Any faulty or defective work shall be corrected by the persons 
responsible for the work within a period of thirty (30) days of the date of the inspection report defining 
the faulty or defective work.   

  
It is further agreed and understood that the determination for necessity of repairs and maintenance of 
any work rests solely with the District or its designee. The District’s decision upon the matter shall be final 
and binding upon the developer, and the guarantee hereby stipulated shall extend to and include, but 
shall not be limited to all pipes, utilities, equipment, joints, valves, backfill, and compaction as well as the 
working surface, and other appurtenances that are, or may be affected by the construction operations. 
Further if in the judgment of the District or its designee, there shall be caused a written notice to be 
served to the developer, then the developer/owner shall undertake and complete such repairs, 
maintenance or rebuilding in an expeditious manner.  If the developer fails to do so within ten (10) days 
from the date of the service of such notice the District or its designee shall have such repairs made, and 
the cost of such repairs shall be promptly paid by the developer/owner together.  

 
3.6 Work Without Inspection.  Any work performed without proper inspections, as required above, will give 

the District the option to hold the bond covering that portion of the improvements in violation, or require 
removal and replacement of the un-inspected -work. The District shall have the option of retaining part or 
the entire bond for ten (10) years after installation of improvements in violation of this chapter. 

 
3.6 As-Built Drawings.  As-built or record drawings shall be submitted to the District or its designee in a 

timely manner before final inspection and acceptance by the District.    
 
 
SECTION 4.0 Prerequisites of Contractors 
 
4.1 Pre-qualification.  The contractor shall not commence work in public property, streets, easements, or 

right-of-ways until he has obtained, as a minimum, the proper permits from Summit County, and the 
insurance required hereunder, and evidence of such insurance has been submitted to and approved by 
the District.  The submittal of said evidence to the District shall not relieve or decrease the liability of the 
contractor hereunder. 

 
A. Workers Compensation and Employers Liability Insurance as required by State law. 

  
B. Commercial General Liability Insurance - ISO Form CG 00 01 (11/85) or equivalent, occurrence 

policy, with the following information: 
 

1. Limits of not less than - 
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a. General Aggregate   $2,000,000 
b. Products - Comp/OPS Aggregate  $2,000,000  
c. Personal and Advertising Injury  $1,000,000 
d. Each Occurrence                                  $1,000,000 
e. Fire Damage (any one fire)          $    250,000 
f. Medical Expense (any one person)  $      25,000 

 
2. Endorsements attached thereto including the following or their equivalent: 

 
a. ISO Form CG 25 03 (11/85), Amendment of Limits of Insurance (Designated 

Project or Premises), describing the subject contract and specifying limits as 
shown above. 

b. ISO Form CG 20 10 (11/85), Additional Insured – the District, Lessees, or 
Contractors (Form B), naming the District as additional insured and containing 
the following statement, “This Endorsement Also Constitutes Primary Coverage 
in the Event of any Occurrence, Claim, or Suit.” 

  
C. Automobile Liability Insurance, with limits of not less than $500,000 Combined Single Limit per 

accident coverage applying to any automobile. 
 

The District and Summit County requires all contractors doing work in or on any public property, street, 
easement, or right-of-way to obtain all necessary permits from Summit County  

 
Prior to any construction being completed in or on public property, streets, easements, or right-of-ways, a 
permit must be obtained and approved.  The permit must be completed forty-eight (48) hours prior to 
construction.  A notice must be given to the District or its designee at least 24 hours prior to inspections.  
Failure to obtain a permit or proceeding without notification shall constitute grounds for legal action.  The 
District shall inspect all work. The contractor must make arrangements with the District for all inspections.  
If work is performed without proper inspections or permits, the improvements may be subject to 
reinstallation. 

 
Prior to starting construction, the developer, owner or contractor shall schedule with the District or its 
designee a pre-construction meeting with all contractors and sub-contractors.  Contractors are required 
to meet with the District or its designee prior to commencing any construction. 

 
4.2 Street Excavation Permits.  All work not bonded for under approved subdivisions shall require a Summit 

County Road Cut/or Road Right of Way excavation permit prior to commencement of work, and such 
permit must be available for inspection on site.   

  
 
SECTION 5.0 Excavation and Backfill for Trenches 
 
5.1 General.  These specifications cover excavation and backfill of trenches for the installation of water lines 

located in or out of roadways. 
 
5.2 Trench Safety.  All construction shall be done in accordance with the provisions of the Utah State 

Industrial Commission and OSHA regulations.  No trenches shall be left open at any time unless guarded 
with adequate barricades, warning lamps and signs. 

 
When required, excavation shall be braced and shored to support the walls of the excavation to eliminate 
sliding and settling and as may be required to protect the workers, the work in progress, and existing 
utilities and improvements.  All such sheeting, bracing, and shoring shall comply with the requirements of 
the Utah State Industrial Commission and OSHA. 
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Any injury or damage resulting from lack of adequate bracing and shoring shall be the responsibility of the 
developer/contractor and the developer/contractor shall, at his/her own expense, affect all necessary 
repairs or reconstruction resulting from such damage.  No inspections will be done in unsafe trenches and 
will be the cause for immediate shutdown of the project. 

 
5.3 Dewatering Excavation Area.  All seepage or storm water that may occur or accumulate in the excavation 

during the progress of the work shall be removed.  In areas where the nature of the soil and the 
hydrostatic pressures are of such a character as to develop a quick condition in the earth mass of the 
trench, the DEWATERING operation shall be conducted so that the hydrostatic pressure will be reduced to 
or near zero in the immediate vicinity of the trench.  All excavations shall be kept entirely free of water at 
all times during the construction of the work or until otherwise directed by the District or its designee.  If 
this water is pumped into the gutter, the contractor is responsible for all downstream clean-up to the 
satisfaction of the District Superintendent.  No water may be pumped into the sanitary sewer system. Any 
State of Utah, Division of Water Quality discharge permits required for the dewatering operation is the 
sole responsibility of the contractor or developer to obtain prior to said operation.  

 
5.4 Gravel Foundation for Pipe.  When the sub-grade material does not afford a sufficiently solid foundation 

to support the pipe and superimposed load; and where water must be drained to maintain a dry bottom 
for pipe installation and at other locations as previously defined, the sub-grade shall be excavated to the 
specified depth and replaced with crushed rock or gravel conforming to the following gradation:   

 
SCREEN      % PASSING 

                                         2"                   100 
                                                                                         1"                          5 
 

The gravel material shall be deposited over the entire trench width in eight (8) inch maximum layers, with 
each layer compacted by tamping, rolling, vibrating, spading, slicing, rodding or by a combination of one 
or more of these methods. In addition the material shall be graded to produce a uniform and continuous 
support for the installed pipe.  

 
When groundwater is encountered or in areas where there is seasonal groundwater flows, clay dikes shall 
be installed unless otherwise directed by the District Engineer from the bottom of the trench to the top of 
the pipe zone.  The dike shall be a minimum of 1 foot thick at the top of dike.  

 
5.5 Disposal of Materials.  All excavated material, that is not needed or is unsuitable for backfill, shall be 

immediately removed from the area and not obstruct streets, sidewalks and driveways. Gutters and 
irrigation ditches shall be kept clean of all excavated materials. 

 
5.6 Trench Backfill. Pipe shall be backfilled as per the pipe manufacturer's recommendations to protect the 

pipe from damage. After being protected by select backfill material, pipelines may be backfilled with the 
suitable material by approved means that will not damage or displace the pipe. The term backfill as 
hereafter used has reference to the filling of the trench to the natural ground level or to the grade line. 

 
A. Backfill Around Ductile Iron and Steel Pipe.  Under no circumstances shall the granular material 

around the pipe exceed two (2) inches in diameter. 
 
B. Backfill Around  Corrugated Steel, Plastic, Polyethylene or Other Fragile Materials.  Back fill around 

these types of pipe shall be minus one (1) inch granular material.  It shall be placed at least three (3) 
inches below the pipe and to the center of the pipe and compacted to a minimum of ninety percent   
(90%) of the maximum density as per AASHTO T-180 method C.  Then backfill will be placed in 
horizontal layers not to exceed six (6) inches or as approved in writing by the District or its designee. 
The pipe shall be covered with the same material up to twelve (12) inches above the top of the pipe. 
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5.7 Backfill for Pipe on Hard Foundations.  In no case shall pipe be laid directly on rock, hard clay, shale or 
other hard material. Where foundations are of this nature, the contractor shall excavate a space below 
the pipe and backfill it with bedding material.  Under these circumstances the depth of the bedding 
material shall not be less than one-half inch (1/2") per foot of height of fill above the pipe with a minimum 
allowable thickness of four inches (4").  

 
5.8 Backfilling Above Pipe Zone with Backfill.  Backfill shall be carefully placed around and over pipes and 

shall not be permitted to fall directly on a pipe from such a height or in such a manner as to cause 
damage.  In these specifications the process of preparing the trench bottom to receive the pipe and the 
backfilling on each side of the pipe to a level over the top of the pipe is defined as bedding.  Bedding 
requirements are as defined in the specifications for each specific pipe material. Trench backfilling above 
the level of the pipe bedding shall normally be accomplished with native excavated materials, unless such 
material cannot be properly compacted, and shall be free from rocks larger than six (6) inches in diameter 
and any organic material or debris.  

 
5.9 Compaction and Consolidation of Backfill.  The backfill in all trenches shall be either compacted or 

consolidated according to the requirements of the materials being placed.  Under pavements, or other 
surface improvements the in place density shall be a minimum of ninety-five percent (95%) of laboratory 
standard maximum dry density as determined by AASHTO T-180, method C or the modified proctor test 
ASTM D-1557 and shall conform to all Summit County standards.  In shoulders and other areas the in 
place density shall be a minimum of ninety percent (90%) of the maximum dry density as determined by 
the same laboratory method.  

 
A. Compaction of Backfill.  Backfill shall be compacted by means of sheepsfoot rollers, pneumatic tire 

rollers, vibrating rollers, or other mechanical tampers of a size and type approved by the District or its 
designee. During compaction, the material shall be placed at a moisture content such that after 
compaction, the required relative densities will be produced; also, the material shall be placed in lifts 
which, prior to the compaction, shall not exceed eight (8) inches or as approved in writing by the 
District or its designee.  Prior to compaction each layer shall be evenly spread, moistened, and 
worked by disk harrowing, or other means approved by the District or its designee.  If the required 
relative density is not attained, test sections will be required to determine any adjustments in 
compacting equipment, thickness of layers, moisture content and compaction effort necessary to 
attain the specified minimum relative density. 

 
Approval of equipment, thickness of layers, moisture content and compaction effort shall not be 
deemed to relieve the contractor of the responsibility for attaining the specified minimum relative 
densities.  The contractor in planning his/her work shall allow sufficient time to perform the work 
connected with the test sections and to permit the District or its designee to make tests for relative 
densities. 

                                                   
B. Consolidation of Backfill. When authorized by the District or its designee, consolidation of backfill 

shall be accomplished by those methods in which water is used as the essential agent to produce the 
desired condition of density and stability, if allowed by the performed geotechnical report.  Water 
shall be applied by jetting unless flooding is specifically authorized by the District or its designee.  Said 
authorization to use any consolidation method does not relieve the contractor of his/her 
responsibility to meet the specified density requirements.  Water for consolidation shall be furnished 
by the contractor at his/her own expense. During the jetting procedure, the jets shall be inserted at 
not more than four-foot intervals (staggered) throughout the length of the backfilled area and shall 
be slowly forced down to the bottom of the trench or top of previously jetted lift and held until the 
trench backfill is completely saturated with water.  Depth of jetted lift shall not exceed 5 feet.   

 
C. Imported Backfill Material. In the event the native excavated material is not satisfactory for 

backfilling, as determined by the District or its designee, the contractor shall provide imported 
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granular material. This granular material shall pass a 4-inch square sieve and shall not contain more 
than fifteen (15) percent of material passing a 200-mesh sieve, and shall be free from sod, vegetation 
and any other organic or deleterious materials. 

 
D. Disposal of Excess Materials.  All excess materials shall be hauled away from the construction site and 

disposed of by the contractor.  
 
E. Compaction Tests.  Compaction tests on trenches shall be conducted at a minimum of each 150 linear 

feet of trench, around manholes, valve boxes, and each lateral per lift. 
 
5.10 Cutting of Asphalt.  Where the excavation is made in a paved street, the asphalt surface shall be cut on 

each side of the trench prior to excavation to provide a vertical joint in the surface.  Cutting of the asphalt 
will be made with an asphalt saw. Summit County permits will be required for all cutting within a County 
road or right-of-way.   

 
5.11 Sidewalk, Curb, and Gutter. 
 

A. Sidewalk, Curb, and Gutter. Where sidewalk, curb, and gutter exists, excavation may be made by 
tunneling, provided the following requirements are met.  Excavation shall be vertical and as near to 
the curb or sidewalk as possible.  The length of the tunnel shall not exceed the width of the sidewalk, 
curb, and gutter.  Where a separate sidewalk and curb exist, an excavation shall be made between 
the sidewalk and the curb.  At least three feet of undisturbed earth shall be left under the sidewalk. 
Where the excavation does not meet these requirements, a section of sidewalk from joint to joint 
shall be removed and replaced. 
 

B. Backfill of Sidewalk Tunnels.  Where the sidewalk has been tunneled, the hole shall be filled from 
each end with earth compacted by mechanical tampers to ninety-five percent (95%) of AASHTO T-
180, Method C.  A 3'-0" section of trench on each side of the tunnel and any space between the 
sidewalk and curb shall be backfilled with mechanically compacted earth as specified.  

 
C. Other Methods. Water Lines may be jacked, augured or jetted under sidewalk, curb, and gutter 

provided the resulting hole diameter does not exceed one (1) inch plus the outside diameter of the 
pipe installed. 

  
5.12 Blasting.  Blasting will not be allowed except by permission from Summit County and all other pertinent 

Authorities.  The contractor shall comply with all laws, ordinances, and applicable safety code 
requirements and regulations relative to the handling, storage, and use of explosives and protection of life 
and property.  He/she shall be fully responsible for all damage attributable to his/her blasting operations. 
Excessive blasting or overshooting will not be permitted.  Any material outside the authorized cross 
section which may be shattered or loosened by blasting shall be removed by the contractor. 

 
 
SECTION 6.0 Water Lines 
 
6.1 General.  These specifications cover the installation of culinary water lines. Special and unusual piping and 

plumbing for equipment or structures are treated as separate items and are not included in this item. 
 

A. Inspection.  All pipe used shall be carefully inspected prior to installation.  Any or all defective pipe 
shall be rejected. 

 
B. Care and Handling of Pipe.  Adequate precautions shall be taken to prevent damage to piping and 

protective coatings.  Proper implements, tools, and facilities shall be provided and used for safe and 
convenient prosecution of the work.  Pipe placed in trenches shall be lowered in place piece by piece 
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by means of ropes, booms, or any type of power equipment sufficient to handle each piece 
separately.  In no case shall pipe be allowed to fall freely from the top to the bottom of the trench. 

 
C. Pipe Cleanliness.  All foreign matter or dirt shall be removed from the inside of the pipe before it is 

placed and it shall be kept clean during and after laying. 
 
D. Minimum Cover.  All water mains and service laterals shall have a minimum cover above the pipe as 

follows: 

¶ six (6) feet up to elevations of 7,000 feet  

¶ seven (7) feet above elevations of 7,000 feet.  
 
6.2 Culinary Water Pipe.  Ductile Iron pipe is to be used for main lines. High Density Polyethylene Pipe will be 

used only with the prior approval and permission from the District.  Pressures, water hammer, surges, and 
other dynamic water characteristics shall be taken into consideration during the design and construction 
of the water system.  The required pipe class shall be determined based upon characteristics. 

 
6.3 Ductile Iron Pipe. 
 

A. Materials.  Ductile iron pipe shall conform to all requirements of ANSI/AWWA C151/A21.51, 
"American National Standard for Ductile Iron Pipe, Centrifugally Cast in Metal Molds or Sand-Lined 
molds, for Water or Other Liquids."  Minimum pressure Class will be 250 for pipes larger than 12-inch 
diameter.  Pipes of 12-inch diameter and smaller shall be pressure Class 350. All pipe shall be made of 
good quality Ductile Cast Iron and of such chemical composition and structure as is required to meet 
the physical and mechanical property requirements of the standard and wrapped with polywrap as 
per AWWA C105. 

 
B. Joints. 
 

1. Mechanical Joints. All mechanical joints will utilize Mega-Lugs and shall meet requirements 
of ANSI/AWWA C111/A21.11.  All gasket surfaces shall be smooth and free from 
imperfections.  Gaskets shall conform to tests in accordance with specifications and shall be 
less than one year old. 

 
2. Push-on Joints.  All push-on joints shall meet the requirements of ANSI/AWWA C111/A21.11.  

Gaskets shall be free from defects and not over one year old. Lubricants shall be non-toxic 
and have no deteriorating effects on gasket materials.  It shall not impart taste to water in a 
pipe.  It shall conform in every way to ANSI 21.11. 

 
3. Flanged Joints.  Flanges shall meet the requirements of ANSI/AWWA C110/A21.10 or 

ANSI/AWWA C115/A 21.15, "American National Standard for Ductile Iron and Gray Iron 
Fittings, 3-inch through 48-inch for Water and Other Liquids."  Flanged joints shall be bolted 
firmly with machine; stud or cap bolts of proper size.  Flange may be cast integrally with the 
pipe or may be screwed on threaded pipe.  Flanges shall be faced and drilled and of proper 
dimensions for size and pressure required.  Bolts and nuts, unless otherwise specified, shall 
be made of the best quality refined iron or metal steel and have clean, well-fitting threads.  
Bolts shall have standard hexagonal nuts and standard hexagonal heads.  Bolts shall be of 
the diameter required for each flange and when installed shall be of length so that no more 
than 3/8-inch or less than 1/8-inch extends past face of nut.  [All buried fittings having steel 
bolts shall be coated with a non-oxide wax and wrapped with polyethylene]. Gaskets shall be 
rubber, either ring or full face, and are to be 1/8th-inch thick.  A gasket is needed for each 
flanged joint of proper size as shown on the drawings. 
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4. Restrained Joints.  Restrained joints shall be “Flex-Ring” or “Lok-Ring” restrained joints as 
manufactured by American Ductile Iron Pipe or pre-approved equal. Field-adaptable 
restraint shall be provided through the use of “Fast-Grip” or “Field Flex-Ring” as 
manufactured by American Ductile Iron Pipe or other pre-approved and boltless, push-on 
restrained devices.  When restrained joints require factory welding, the MANUFACTURER 
shall qualify all welding procedures and welders used to produce per the requirements of a 
documented assurance system based on ANSI/AWS D11.2. Unless otherwise specified, 
gasket material shall be standard styrene butadiene copolymer (SBR). Restrained joints and 
restrained joint pipe shall be rated for the minimum pressure shown in the table from the 
manufacturer or the specified pressure rating of the pipe, whichever is less. The 
MANUFACTURER shall furnish test results showing that restrained joints in the sizes 
specified have been successfully tested to at least twice the specified pressure rating of the 
joint without leakage or failure. Tests shall be performed on pipe with nominal metal 
thickness less than or equal to that specified for the project. Torque-activated restrained 
joint devices that rely on threaded bolts or set-screws for joint restraint shall not be used. 

 
C. Coatings and Linings for Ductile Iron Pipe.  All exterior surfaces of pipe and fittings shall be coated 

with hot coal tar approximately 1 mil thick.  All interior surfaces shall be cement mortar lined with a 
standard thickness according to ANSI/AWWA C104/A21.4. 

 
D. Flanges.  Flanges when required shall conform to ANSI/AWWA C115/A21.15. 
 
E. Fittings.  Fittings for Ductile Iron Pipe shall conform to the provisions of ANSI/AWWA C110/A21.10 

and C153/A21.53. 
 
F. Corrosion Protection.  Ductile iron pipe underground shall be protected against external corrosion be 

loose 8 mil polyethylene sleeves in accordance with AWWA C 105.  Cut polyethylene tubing about 
two feet longer than the pipe length. Gather the polyethylene tube on the spigot end of the pipe 
being assembled.  Using shallow holes to accommodate the wrapped bell pull the gathered tubing 
over the bell and fix it in place with tape, band or string.  Take up the slack in the tubing along the top 
of the pipe barrel and secure in place with tap.  Overlap the tubing from the next pipe length and 
secure in similar fashion.  All holes or tears shall be repaired with an additional wrap. 

 
6.4 High Density Polyethylene Pipe – HDPE.  High Density Polyethylene (HDPE) pipe may be used only with 

the prior approval and permission from the District.  When HDPE pipe is approved, it shall be installed in 
accordance to the following: 

 
A. Materials.  Materials used for the manufacture of high density polyethylene pipe and fittings shall 

comply with all requirements D3350 and have a PPI recommended designation of PE3408.  The 
molecular weight category shall be extra high (250,000 to 1,500,000) as per the Gel Permeation 
Chromatography determination procedure with a typical value of 330,000.  Manufacturer shall be a 
member in good standing of the Plastics Pipe Institute. In addition, materials used for the 
manufacture of the HDPE pipe and fittings shall meet the following physical property requirements. 
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 Physical Properties of PE3408/3608 

 

     The density provided is without carbon black. Typical HDPE pipe has a density of .955 to .957 with carbon black    
 
Physical Properties of PE 4710 

 
 

Property/Value Unit Specification Nominal Value  

Material Designation PPI/ASTM --- PE 4710 

Cell Classification                                        --- ASTM D 3350                             445474C 

Density g/cm3 ASTM D 1505 0.947-955 

Melt Index gm/ 10 min ASTM D 1238                             <.15 

Flexural Modulus          Psi ASTM D 790                          110,000-140,000 

Tensile Strength           Psi ASTM D 638                                 3500-4000 

Slow Crack Growth --- --- --- 

ESCR    hours in 100% igepal ASTM D 1693                        >5,000 

PENT                        hours ASTM F 1473                               >500 

HDB @73 deg F           psi ASTM D 2837                              1,600 

UV Stabilizer      %C  ASTM D 1603                             2 to 2.5%  

 

The density provided is without carbon black. Typical PE 4710 HDPE pipe has a density of 0.956 to .964 
with carbon black. To be called PE 4710, the pipe and resin has substantiation at 50 years. 

 
Test procedures are ASTM unless otherwise specified.  (PPI = Plastics Pipe Institute and GPC = Gel 
Permeation Chromatography.) 

 
HDPE pipe manufactured from materials meeting the specifications of this section shall have an 
Environmental Stress Crack Resistance of zero failures when tested to greater than 10,000 hours (ESCR: FO 
> 10,000) when tested in accordance with the following formula: 

 
PC = 2 HDB x F 
       DR – 1 

  
PC = pressure class, psi 

 HDB = hydrostatic design basis, psi 
 DR = dimension ratio, (D/t) 
 D = outside 
 t = min. wall thickness, in. 
 F = design factor (0.5 for H2O @ 73.4 oF) 

Property Value Unit Specification Nominal Value 

Material Designation --- PPI/ASTM PE3408/3608 

Cell Classification --- ASTM D3350 345464C 

Density  g/cm3 ASTM D1505 0.941-943 

Melt Index gm/10 min ASTM D1238 0.05-.11 

Flexural Modulus psi ASTM D790 110,000-140,000 

Tensile Strength              psi ASTM D638 3,200 

Slow Crack Growth --- --- --- 

ESCR hours in 100% igepal ASTM D1693 >5,000 

PENT    hours ASTM F1473 >100 

UV Stabilizer            %C ASTM D1603 2-2.5% 

HDB @ 73.4 deg. F psi ASTM D2837 1600 
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B. Pipe and Fittings. 
 

1. Pipe and fittings shall be manufactured from material meeting the requirements of 6.0505.A. 
 
2. Pipe and fittings shall have a pressure class in accordance with the following formula: 

 
PC = 2 HDB x F 
       DR – 1 

  
PC = pressure class, psi 

 HDB = hydrostatic design basis, psi 
 DR = dimension ratio, (D/t) 
 D = outside 
 t = min. wall thickness, in. 
 F = design factor (0.5 for H2O @ 73.4 oF) 
 
Use of other design factors (F) will provide for a more accurate performance characteristic for 
systems at other temperatures.  The design factor, F, shall be 0.5 for service temperatures to 
73.4 oF or a value specified by the responsible design engineer. 
 
Working Pressure Rating (WPR): 
 
The piping system must be designed to accommodate maximum possible pressure  
surges.  For operating temperatures that do not exceed 80 F (27 C), WPR shall be the  
lesser of the following: 

 
WPR = PC 
WPR = 1.5 PC - PRS 
WPR = 2.0 PC - POS 

 
Where PRS = Recurring pressure surges, psi 
Where POS = Occasional pressure surges, psi 

  
Recurring pressure surges are those that occur frequently and are inherent in the design and 
operation of the system such as normal pump startup of shutdown and normal valve opening or 
closure.  Occasional pressure surges are those that occur infrequently and are usually the result 
of a malfunction such as pump seize-up, valve-stem failure and pressure relief valve failure. The 
WPR as determined above must be equal to or greater than the working pressure of the system. 

 
3. All pipe and fittings shall meet the testing requirements of the most current version of 

AWWA C901 (1/2” through 3”) or C906 (4” through 63”).  Test data shall be furnished by the 
manufacturer upon request. 

 
4. All fittings shall be pressure rated to match the system piping to which they are joined.  At 

the point of fusion, the outside diameter and minimum wall thickness of the fitting shall 
meet the outside diameter and minimum wall thickness specifications of AWWA C901 or 
AWWA C906 for the same size of pipe.  All fabricated fittings shall be properly rated 
according to manufacturer’s written recommendations, and clearly labeled on the fitting as 
such.  Manufacturer shall have a written specification for all standard fabricated fittings with 
established Quality Control criteria and tolerances.  The manufacturer of the pipe shall be 
the manufacturer of the fabricated fittings.  Molded fittings shall be made from PE3408 
HDPE ad have fusion compatibility with the pipe.  Pipe manufacturer must certify that they 
produced the pipe, fabricated the fitting, and provide the warranty. 
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5. The pipe shall have product traceability.  This shall be accomplished by the inclusion of a 
product code into the printline of all pipe products.  This shall notate the manufacturer, the 
date of manufacture, the lot and supplier of raw material, the location of manufacture, and 
the production shift on which the product was produced.  The printline shall also include 
such other markings as are required by the current version of AWWA C901 or C906.  
Printline shall be made permanent by using heat indentation.  The use of industrial ink as the 
only method will be cause for rejection at the job site. 

 
6. Upon the prior authorization of the District pipe and fittings shall be joined by either thermal 

fusion, electrofusion, flange assemblies or mechanical methods as described in AWWA C901 
and C906. 

 
C. Specific Standards and Third Party Certification. 
 

1. The performance requirements of the pipe and fittings shall be as stated in AWWA Standard 
C901 (1/2” through 3”) OR C906 (4” through 63”).  The manufacturer shall comply with NSF 
Standard 14 by certifying in writing to the District or its designee and marking the pipe with 
the NSF logo in the printline.  The manufacturer shall comply with AWWA Standard C901 or 
C906 by certifying in writing to the District or its designee and marking the pipe with the 
appropriate AWWA standard in the printline. 

 
D. Approved Manufacturer According to Specification 

 
 
1. Manufacturer shall supply six copies of this specification as a submittal to the District or its 

designee.  It is understood that independent laboratory analysis at the District or its 
designee discretion may be used to validate the manufacturer’s certification.  Pipe and 
fittings not meeting the specification may be rejected and removal shall be at the 
manufacturer’s expense. 

 
2. Product shall carry a standard warranty of one year from date of purchase and a copy shall 

be submitted from the manufacturer covering their standard Terms and Conditions of Sale. 
  
6.6 Pipe Installation (Other Standards). 

 
A.  Magnetic Locator Tape and Wires.  All pipe types shall include a 3-inch magnetic locator tape 

installed in the pipeline trench approximately 24 inches above the pipe surface.  A sixteen (16) gauge 
tracer wire shall be installed with the pipe and looped to all water meters. 
          

B. Color. All PE pipe used for irrigation water mains shall include a purple stripe or other acceptable 
marking designating the pipe as non-potable. 

 
C. Cutting.  Cutting of pipe for closure pieces or for other reasons shall be done in a neat and 

workmanlike manner by a method recommended by the manufacturer.  After cutting, metal pipe 
shall be beveled and filed to prevent gasket damage in joint assembly. 

 
D. Dewatering of Trench.  Where water is encountered in the trench, it shall be removed during pipe 

laying operations and the trench so maintained until the ends of the pipe are sealed. 
 
E. Laying of Pipe.  The pipe and pipe coating (where applicable) shall be inspected for defects before 

installation.  Any defects shall be repaired or the pipe shall be replaced, whichever is deemed 
necessary by the District or its designee.  All pipe shall be laid and maintained to the required lines 
and grades with fittings and valves at the required locations.  The contractor shall be responsible to 



15 | P a g e  

 

establish offset hubs parallel to the line of the pipe and to transfer alignment and grade from the 
hubs set by the District or its designee.  All pipe, fittings and valves shall be carefully lowered from 
the truck when unloading or when installing into the trench.  This should be done one piece at a time 
in order to prevent damage to pipe materials and protective coatings and linings.  Under no 
circumstances shall materials be dropped or dumped from the truck or into the trench.  The 
contractor shall take the necessary precautions such that foreign materials do not enter into the pipe.  
No debris, tools, or other materials shall be placed in the pipe during laying operations.  When laying 
of pipe is not in progress, the pipe shall be closed by a water-tight plug.  Maximum deflections at pipe 
joints shall not exceed the joint specifications of AWWA C600 of latest revision, or the 
recommendations of the pipe manufacturer.  Longitudinal bending shall be limited to eighty percent 
(80%) of the manufactures recommended minimum bending radius. 

 
F. Pipe Bedding.  All pipes shall be protected from lateral displacement and possible damage resulting 

from impact or unbalanced loading during backfilling operations by being adequately bedded.  In the 
event trench materials are not, in the judgment of the District or its designee, satisfactory for pipe 
bedding, imported granular bedding will be required.  

 
G.  Thrust Blocking.  Thrust blocking shall be applied at all tees, valves, plugs, caps and at bends 

deflecting 11 1/2  degrees or more.   Reaction blocking shall be concrete having a compressive 
strength of not less than 3,000 pounds per square inch at 28 days.  Mechanical restraints may be used 
only with prior approval and permission from the District or its designee.  Concrete blocking shall be 
placed between undisturbed soil and the fitting to be anchored.  The fitting shall be encased in a 
protective plastic wrap before the thrust block is poured.  The area of bearing on the pipe and on the 
ground shall be as shown in the Drawings.  Thrust restraint blocks will be required on vertical bends 
and under water valves of twelve (10) inch or larger in size.  The blocking shall be so placed that the 
pipe and the fittings will be accessible for repair.  Inspection of thrust block form is required by the 
District or its designee prior to placement of concrete.  Inspection of the poured thrust block is 
required by the District or its designee prior to backfilling. 

 
H. Connections to Existing Water Lines.  Information on the drawings regarding existing water lines is 

taken from "as-constructed" drawings from the utility company files and may or may not be accurate 
as to size, type of material or location.  The Contractor will be responsible to determine the proper 
fittings and materials required, obtain the District’s or its designee's approval of the planned 
connection, and perform the construction in a suitable fashion.  Where fitting sizes, such as tees and 
crosses, are shown on the plans, those sizes will be used.  However, no attempt has been made to 
show all needed fittings or materials. 

 
6.7 Valves and Couplings. 
 

A. Resilient Seated Gate Valves. Valves in sizes 4" through 18" – Waterous, Mueller, or like, shall be of 
the iron body, non rising bronze stem, resilient seated type, manufactured to equal or exceed all 
applicable AWWA standards of C-509 latest revision and all specific requirements outlined in these 
specifications. The District shall approve all valve construction materials and design specifications 
prior to any construction approvals. Valves will be placed on all sides of all tees or crosses at any 
intersections. All valves on transmission lines and distribution lines without intersections will be 
spaced at a minimum of 1,500 feet.  

1. Valves shall open left and be provided with 2" square operating wrench nuts unless 
otherwise specified. 

 
2. When valves are Mechanical Joint, they shall be furnished with all necessary glands, 

followers, and bolts and nuts to complete installation. 
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3. The disc shall have integrally cast ASTM B-62 bronze stem nut to prevent twisting, binding or 
angling of the stem.  Designs with loose stem nuts are not acceptable. 

4. Bronze valve stems shall be interchangeable with stems of the double disc valves of the 
same size, direction of opening and manufacture. 

 
5. All internal ferrous surfaces shall be coated, holiday free, to a minimum thickness of 4 mils 

with a two part thermo setting epoxy coating.  Said coating shall be non-toxic, impart no 
taste to the water, formulated from materials deemed acceptable in the Food and Drug 
Administration Document Title 21 of the Federal Regulations on food additives, Section 
121.2514 entitled Resins and Polymeric Coatings.  It shall protect all seating and adjacent 
surfaces from corrosion and prevent build-up of scale or tuberculation. 

 
6. The sealing element shall be secured to the disc with self-locking stainless steel screws, and 

it shall be field replaceable, and shall be such that it cannot be installed improperly.  
 
7. Stem failure from over torque in either the open or closing position shall occur externally at 

such a point as to enable the stem to be safely turned by use of a readily available tool after 
exposure of the valve through excavation. 

 
8. Valve design shall incorporate a positive metal-to-metal stop to prevent over-compression of 

the sealing element. 
 
9. A full-faced composition gasket placed between machined body and bonnet flanges is 

required to eliminate cold flow or creep action present with "O" ring gasketed bodies. 
 
10. The exterior of the valves shall be Asphalt Varnish, JAN-P-450.  If exterior epoxy is used, all 

bolts and nuts shall be made of stainless steel to prevent galvanic corrosion of said nuts and 
bolts due to insulation from the ferrous valve and line. 

 
B. Butterfly Valves.  Unless otherwise noted, all valves 18” and larger may be butterfly valves 

conforming to the latest revision of AWWA Standard C-504, Class 150-B, and shall comply with the 
following standards. The District shall approve all valve construction materials and design 
specifications prior to any construction approvals. Valves will be placed on all sides of all tees or 
crosses at any intersections. All valves on transmission lines and distribution lines without any 
intersections will be spaced at a minimum of 1,500 feet. 

 
1. Valve bodies shall be cast iron, ASTM A-126 Class B.  Body ends shall be flanged with facing 

and drilling in accordance with ANSI B16.1, Class 125; or mechanical joint in accordance with 
AWWA C-111.  All mechanical joint end valves shall be furnished complete with joint 
accessories (bolts, nuts, gaskets, and glands).  All valves shall conform to AWWA Standard C-
504, Table 3, Laying Lengths for Flanged Valves and Minimum Body Shell Thickness for all 
Body Types. 

 
2. Valve disc shall be ductile iron ASTM A-536, grade 65-45-12.  Valve disc shall be of the offset 

design providing 360 degree uninterrupted seating. 
 
3. The resilient seat shall be natural rubber bonded to an 18-8, Type 304 stainless steel 

retaining ring secured to the disc by 18-8, Type 304 stainless steel screws.  The seat shall be 
capable of mechanical adjustment in the field and field replaceable without the need for 
special tools.  Valve body seat shall be 18-8, Type 304 Stainless Steel. 

 
4. Valve shafts shall be 18-8, Type 304 stainless steel.  Shafts shall be of the two piece stub 

design and attached to the disc by means of "O" ring sealed taper pins with lock nuts. 
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5. The valve assembly shall be furnished with a non-adjustable factory set thrust bearing 

designed to center the valve disc at all times. 
 
6. Shaft bearings shall be contained in the integral hubs of the valve body and shall be self-

lubricated sleeve type. 
 
7. Valve shaft seal shall consist of "O" Rings.  Where the valve shaft projects through the valve 

body for actuator connection, the "O" Ring packing seal shall be field replaceable as a part of 
a removable bronze cartridge. 

 
8. When manual actuators are required they shall be of the traveling nut design capable of 

withstanding 450 foot pounds of input torque against the open and closed stops.  All 
actuators shall have adjustable mechanical stop limits.  The closed position stop shall be 
externally adjustable.  Valves shall be installed with the shaft horizontal unless otherwise 
directed by the Engineer and shall be provided with a 2-inch square operating nut for 
manually operating the valve with a "T" handle wrench. 

 
9. All valves shall be coated with epoxy in conformance to AWWA Standard C-550, latest 

revision.  Interior wetted ferrous surfaces shall be coated a nominal 10 mils thick for long 
life; and body exterior shall have a minimum of 3 to 4 mils coating thickness in order to 
provide superior base for field-applied finish coats. 

 
C. Valve Boxes.  All buried valves shall be installed complete with two-piece, cast iron, slip type, 5-1/4-

inch shaft valve box with drop lid.  The lid shall have the word "Water" cast in the metal.  The lids for 
valves on fire lines shall have the word “FIRE” cast in the metal. Valves and valve boxes shall be 
installed where shown on the drawings.  Valves and valve boxes shall be set plumb.  Valve boxes shall 
be centered directly over the valve. Earth fill shall be carefully tamped around the valve box to a 
distance of four (4) feet on all sides of the box, or to the undisturbed trench face if less than four (4) 
feet.  Valves shall have the interiors cleaned of all foreign matter before installation. All valve boxes 
located in streets shall be installed as nearly to grade as possible.  After the pavement is in place, the 
valve boxes shall be raised to grade, the surrounding asphalt shall be neatly cut to form a thirty (30) 
inch round opening centered around the valve box, and a concrete collar shall be cast around the 
box.  Valve boxes in off-road areas shall extend six (6) inches above grade with six (6) inch minus 
riprap placed around the valve box to a minimum of 2 feet from the outer edge of the valve box.   

 
D. Couplings.  Couplings shall be equal to the product of Smith-Blair or Dresser with cast iron couplings 

being used on all cast iron.  Couplings shall be of the straight, transition, or reducing style as required 
by the specific installation.  All steel fittings and bolts shall be coated with a non-oxide coating and 
wrapped with polyethylene. All coupling installations must be approved by the District prior to any 
installation.     

 
E. Pressure regulation valves (PRV’s).  PRV’s, which are required in a development, shall be designed by 

the developers Engineer and the design shall be submitted to the District or its designee for review 
and approval prior to starting construction.  All PRV’s shall be Singer or Cla-Val, unless otherwise 
specified by the District, with a low flow bypass, placed in a well-drained concrete vault or other 
approved vault, and shall conform to  Districts standard PRV details. 

 
6.8 Fire Hydrants. 
 

A. Fire hydrants shall be set vertical and held in place by adequate concrete blocking which shall be left in 
the trench.  A gravel filled drip area shall be provided. See Standard Drawings for fire hydrant details.  
Hydrants shall be set at a height that will allow approximately twelve (12) inches exposed between the 
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finished ground and the sidewalk flange.  All hydrants shall be red in color. Hydrant makes and model 
number must be approved in advance by the District. 

B. All public fire hydrants shall be under the control of and shall be kept in good repair by the District. No 
other person shall open or operate any fire hydrant, or attempt to draw water from there without a 
permit from the District.  All water drawn from a fire hydrant for other than fire protection will be 
approved and sold through an appropriate District rental agreement at the established District water 
rates.                                                                                                                                           
 
All fire hydrant locations shall be approved by the District.  
 

C. Fire hydrants shall be 5 1/2 inch barrel diameter and 6 inch flange connection Mueller - Centurion 
hydrants, Waterous, or approved other, and conform to Specification C-502-64 of the American Water 
Works Association, including a 6 inch gate valve and valve box complete for a 7’ trench with one 4 1/2 
inch streamer nozzle and two (2) two - (2) inch hose nozzles.  Foot valves are not allowed on fire hydrants.  
Hydrants shall open to the left and be frost proof. The threads shall be National Standard Fire Hose 
Thread.  All outlets will have a national standard thread and the hydrant shall be red in color.  Spacing of 
fire hydrants shall be according to the Uniform Fire Code, or Fire District Regulations, whichever are 
stricter. 

      
6.9 Water Main Locations. 

 
A. Locations of water mains shall be approved by the District prior to design approval.   
 
B. Water mains shall be a minimum of eighteen (18”) inches vertical above the sewer.  Separation 

between water and sewer mains shall be 10 feet (horizontally) minimum unless authorized in writing 
by the District or its designee and proper measures are taken.  

 
6.10  Water Meters and Service Lines. 
 

Prior to the installation of the water service line, the location and proposed grade at which the lid is to be 
set shall be approved by the District prior to the installation thereof.    
 
A. All water service lines shall start with a corporation stop at the main and shall be of CTS SDR9 200 psi 

polyethylene as specified by the District. Pipe damaged by scratches, cuts, kinks or buckled areas shall 
not be installed. Brass fittings and inserts will be required on all joints. 

 
B. The bottom of trench shall be flat with no hollows, no lumps and no rock and the pipe must be 

bedded in coarse sand or other approved bedding materials. No rock shall be allowed within six 
inches of pipe. 

 
C. Pipe shall be cut with either a wheel or scissor type tubing cutter with a blade specifically designed 

for plastic.  Cuts shall be square and clean.  Cutter manufacturer instructions shall be followed when 
cutting pipe. 

 
D. There shall be no unnecessary bending of pipe. Taps shall be exactly horizontal to the main line.  If 

bending cannot be avoided maximum bending radius shall be 25 times the pipe diameter.  There shall 
be no bending within 3 feet of a fixed point and no “S” shape curves. 

 
E. Water service lines shall be a minimum of eighteen (18’) inches above the sewer.  Separation 

between water and sewer laterals shall be 10 feet (horizontally) minimum and must meet all 
applicable State of Utah regulations. 
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F. Meter setters shall be eighteen (18) inches or taller and shall be braced and meet height specs in a 
twenty-four (24) inch inside diameter can for three-quarters (¾) inch and one (1) inch meters.  The 
top of the setter shall be at a depth of not less than twenty-four (24”) inches and not more than 
thirty-six (36”) inches from the lid of the meter box.  Meters larger than one (1) inch shall be placed in 
vaults and shall be designed by the developer/owner retained Engineer and approved by the District 
prior to construction. 

 
G. All meter setters shall have dual check valves (requiring an adequate expansion tank placed in the 

home or customer premises at customer expense as per the plumbing codes). No meters shall be set 
in sidewalks or driveways.  Meter boxes shall be in good repair and relatively free from obstruction to 
insure ease in maintenance and reading, (not full of dirt past the base of the meter, having trash 
present and being badly bent to create a hazard).  Damaged boxes shall be replaced. Meter boxes 
shall be from level to one inch high from the final grade and/or sidewalk and must be properly 
bedded.  See Standard Drawings. 

 
H. Lids shall have a one and seven-eights (1 7/8) inch hole in the top for the touch-read sensor. 
 
I. Water meters will not be placed in driveways or under sidewalks.  If a water meter must be moved 

out of a driveway, the maximum lateral movement is 24 inches.  If it must be moved more than 24 
inches, a new service line must be installed and the old service lines corp stop shut off and the service 
line cut two (2) feet from the main. 

 
J. All residential water meters shall be purchased from the District.  All structures, dwelling units, and 

establishments using water from the culinary water system must have such number and size of water 
meters connected to their system as are necessary to meet the requirement of the Utah Plumbing 
Code. Meter readings shall be taken at regular intervals as determined by the District and shall be 
submitted to the treasurer for the purpose of making necessary billings for water service. 

 
6.11 Tapping of Water Lines.  Tapping valves may only be used when previously approved by the District or its 

designee.  Tapping saddles with an “O” ring may be used if the water main line to be tapped is larger than 
the new water main line.  Where the tap is the same size as the existing main, cast iron or stainless steel 
tapping sleeves shall be used, which encase the full perimeter of the pipe.  The valve shall be a tapping 
valve with a guide lip on the flanged side.  The opposite side of the valve shall have a mechanical joint 
connection. Service taps shall be a minimum of thirty-six (36) inches apart and shall consist of double 
strap brass tapping saddles as per the District detailed drawings.  No taps will be allowed within thirty-six 
(36) inches of the end of the pipe. No direct pipe taps will be allowed. 

 
6.12  Testing and Flushing. 
 

A. A minimum pressure 50% in excess of the maximum line operation pressure shall be maintained on 
the portion of pipe being tested for a minimum period of two (2) hours, using either pneumatic or 
hydraulic means to maintain the pressure. 

 
B. After pressure testing, all pipelines shall be flushed. Flushing shall be accomplished through hydrants 

or, if a hydrant does not exist at the end of the line, the contractor shall install a tap sufficient in size 
to provide for 2.5 foot-per-second flushing velocity in the line.  

 
C. A leakage test shall be conducted concurrently with the pressure test. 
 

1. Leakage defined.  Leakage shall be defined as the quantity of water that must be supplied 
into the newly laid pipe, or any valved section thereof, to maintain pressure within 5 psi of 
the specified test pressure after the air in the pipeline has been expelled and the pipe has 
been filled with water. 
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2. Allowable leakage.  No pipe installation will be accepted if the leakage is greater than that 
determined by the following formula: 

 
L  =  SD(P)

0.5
 

        133,200 
 
in which L is the allowable leakage, in gallons per hour; S is the length of pipeline    tested in feet; 
D is the nominal diameter of the pipe, in inches; and P is the average test pressure during the 
leakage test, in pounds per square inch gage. 
 

a. When testing against closed metal-seated valves, an additional leakage per closed 
valve of 0.0078 gal/hr/in. of nominal valve size shall be allowed. 

 
b. When hydrants are in the test section, the test shall be made against the closed 

hydrant. 
 
3. Acceptance of Installation.  Acceptance shall be determined on the basis of allowable 

leakage.  If any test of pipe laid discloses leakage greater than specified, the Contractor shall, 
at its own expense, locate and repair the defective material until the leakage is within the 
specified allowance. 

 
D. All visible leaks are to be repaired regardless of the amount of leakage. 
 

A. All new water systems or extensions to existing systems shall be thoroughly flushed before being 
placed in service.  Flushing shall be accomplished through hydrants, or end of line blowoff 
assemblies at a minimum flushing velocity of 2.5 feet-per-second. The following is the flow 
quantity required to provide a 2.5 foot-per-second flushing velocity. 
 

B.  
                              

PIPE SIZE FLOW 

(IN) (G.P.M.) 

4 100 

6 220 

8 390 

10 610 

12 880 

16 1567 

18 1980 

20 2450 

24 3525 

30 5507 

 
          

6.13   Disinfection of Water Lines. 
 

A. Disinfection of water mains shall be done in accordance with the latest edition of AWWA C651. 
 
B. The pipe shall be clean prior to disinfection.  If in the opinion of the District, contamination is such 

that it cannot be removed by flushing, the pipe shall be cleaned by mechanical means and then 
swabbed with a one percent (1%) hypochlorite disinfection solution. 
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C. The pipeline shall be disinfected as outlined in AWWA C651.   The tablet method shall consist of 
placing calcium hypochlorite tablets at the specified rate in the main during construction at the 
upstream end of each section of pipe.  The tablet shall be attached with an adhesive, such as 
Permatex No. 1 or equal.  The line shall then be filled slowly (velocities less than 1 ft/sec), expelling all 
air pockets and maintaining the disinfection solution in the line for at least twenty-four (24) hours, 
forty-eight (48) hours if the water temperature is less than forty-one degrees (411) F.  The 
disinfection solution shall have a concentration of at least twenty-five (25) mg/l of available chlorine.  
The continuous feed shall be done exactly as outlined in AWWA C651 and shall have a twenty-five 
mg/l available Chlorine after twenty-four (24) hours.  Under both methods the contractor shall not be 
allowed to flush the line until the chlorine residual test has been passed by the District. 

 
D. After the chlorination, the line shall be thoroughly flushed with velocities greater than 2.5 ft/sec with 

clean water and if necessary re-chlorinated until satisfactory bacteriological testing is obtained.  If any 
of the tests fail the contractor shall be responsible for the fees of additional tests.  All new lines shall 
be isolated from existing lines when tested. 

 
E. Following the approval of the testing and installation of a water main, the entire water line will be 

flushed through the end of the main via an approved outlet. 
 
F. The developer shall take bacteria samples at the sites designated by the District or its designee for 

each job, based on the following formula: 
 
 

1. Minimum of 1 sample up to 200 feet. 
Minimum of 2 samples up to 600 feet.  (One in the middle and one on the end). 
Minimum of 1 more sample for every additional 600 feet. 

 
Sampling points to be established during the pre-construction meeting for each project. 
 

2. If any sample point fails on the first test, the line will be flushed and re-tested at all sample 
points. 

 
3. If any sample point fails a second time the complete line will re-disinfected and re-tested at all 

sample points. 
 

4. If any samples come back marked “presence”, which means coliform bacteria is present, the line 
will be re-disinfected and re-tested at all sample sites. Water services will not be installed 
until the District or its designee has approved bacteria sample results. 

 
6.14 Backflow Prevention and Cross Connection Control Rules and Regulations. Backflow prevention and 

cross connection devices are required and these regulations are contained within the current Mountain 

Regional Water Special Service District, Water Rules and Regulations. 


